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Base Bid 

Contractor Furnace ASHP

Operation of 

ASHP Capacity ERU's Controls 

HTG (MBH) CLG (tons)

NEAS

Two Carrier 59NM Infinity 

+97% Carrier 25VNA 0 ºF 140 5.5

Two Carrier 

ERVCRL; 295 

CFM

Two Infinity Advanced wifi 

Stat; time clock on ERU

VHV One Trane 97% Trane 20 ºF 80 5

RenewAir 

EV450IN; 300 

CFM Single Stand alone wifi stat

VMI One Daikin 97% Daikin 20 ºF 140 5

RenewAir; 300 

CFM

Daikin controls with wifi 

Economizer, time clock on 

ERU

Base Bid 

Contractor

Stair Hydronic BB Heat 

Replacment Vesiblue Heat 

2nd & 3rd Floor 

Tx Rm BB Heat 

Replacment Basement Heat Dehumidification Sump Pumps Sump Pump Alarm

NEAS

Recessed Electric Cabinet 

Unit Heater

Recessed Electric 

Cabinet Unit Heater

Recessed Electric 

Cabinet Unit 

Heater

Gas Fired Unit 

Heater Reznor # 

UDAS 192 Pint HI-E Dry 

Two Simplex 

Pumps WiFi and Audible Alarm

VHV Electric Baseboard

Electric Wall Unit 

Heater  Electric Baseboard Modine PTC

100 Pint 

Commerical Unit 

Two Duplex 

Pumps Local Audible Alarm

VMI Electric Baseboard Electric Baseboard Electric Baseboard

Gas Fired Unit 

Heater 

90 Pint Honeywell 

DR90A3000

Two Simplex 

Pumps Local Audible Alarm


